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LEGEND AND APPROVED PARTS LIST 
 

ITEM DESCRIPTION 
ACCEPTABLE 

MANUFACTURER 
MODELS 

① METER VAULT FRAME AND COVER 
(STD. PLAN 529) 

  

		② MXU REMOTE LOCATION CONDUIT WITH END CAPS, 
SCH 40 PVC (STD. PLAN 530) 

  

		③ 
24” DIAMETER METER VAULT 
PAVED AREAS: REINF. CONCRETE PIPE 
LANDSCAPE AREAS: RCP ASTM C76 OR CORRUGATED 
DUAL-WALL HDPE PIPE 

HDPE PIPE: ADS 
RCP: ASTM C 76 CLASS III;  

HDPE: MEGA GREEN N-12, OR 
APPROVED EQUAL 

④ METER, SUPPLIED AND INSTALLED BY PCMC   

⑤ 

3/4” METER YOKE 
MUELLER 5/8”x3/4”x9” B2410N-6AN 

FORD 5/8”x3/4” VBHC82-9W-11-33-NL 

1” METER YOKE 
MUELLER 1”x12” B2410N-6AN 

FORD 1” VBHC84-12W-11-44-NL 

⑥	 3/4” OR 1” METER YOKE END CONNECTION  
MUELLER MULTI X M.I.P, H-14223N  

FORD 3/4” OR 1” CLOSE BRASS NIPPLE 

⑦ 1-1/2” X 3/4” OR 1”  BRONZE BUSHING   

⑧ 1-1/2” CURB VALVE, F.I.P. X CTS (INLET) MUELLER B-25172N 

⑨	 1-1/2” CONNECTION, F.I.P. X CTS (OUTLET) 
MUELLER H-15451N  

FORD C-14-66-G-NL  

⑩	 END CAP AND MARKER, CTS X F.I.P. (OUTLET) MUELLER H-15451N AND H-10035N 

⑪	 MXU AND WIRING, SUPPLIED AND INSTALLED BY PCMC   

 
 

DETAIL NOTES 
 

1. LOCATE METER VAULT PER APPROVED PLANS AND SET METER BOX PLUMB 
2. SST INSERT STIFFENERS REQUIRED ON ALL CTS TUBING CONNECTIONS 


